NINE=XX

Load Test Report

’ POWER SYSTEMS
Generator Model: CAT XQ600 Date: 8/31/2024
kW Rating: 600 Technican: Beto
Serial Number: G4C02686 Stock ID/Job # 1515

Procedure: 15 Minutes @ 50% Load; 15 Minutes @ 75% Load; 60 Minutes @ 100% Load; Record Data in 15 Min Intervals Prior to Load Steps. If load requirements are
not achievable due to load bank steps, load unit as close to the load requirement as possible. Record in comments section below.

. Amps Volts oil Water | Ambient
Time Load % kw P Hz
A B C A-B A-C B-C Pressure | Temp. Temp.
1:00 PM 33 200 199 200 199 478 478 478 60 74 187 88
1:15 PM 66 400 477 479 477 478 480 480 60 70 192 88
1:30 PM 100 600 709 714 711 478 478 480 60 68 192 89
1:45 PM 100 600 711 708 714 479 478 480 60 67 198 91
2:00 PM 100 600 710 709 713 480 480 481 60 67 198 92
COMMENTS:
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