Model Engine Generator
[ CAT Man, CAT CAT
Job # Model 3516DIT SR-4
| 5216 | Serial Num 25703793 2ED01429
INDUSTRIAL DIESEL CONMPANIES Date
(1272055 1 Load Test Report
Engine Fluids: Load Test Reports Generator
Engine Fluids: Serviceperson: Test Date 1/2/2025
Good il Level Carter & Ricky Time In 9:05 AM KW 1500
Good Coolant Level Time Out 10:30 AM Phase 3
Starting Fuel Lewvel Total Time: Voltage 2771480
Emding Fuel Level
Load Step (kW,/min) Time Hour Meter Volt Meter Frequency | Power (kW) LegA Leg B LegC Oil Press (P5!1)| Water Temp Ambient
(Hz] Amps __ Volts | Amps _ Volts | Amps __ Volts (F) Temp
250 9:05 AM 60 333 | 482 | 333 | 482 | 333| 482 100 135
500 9:25 AM 60 636 | 484 | 636 | 484 | 637 | 484 70 170
750 9:40 AM 60 936 | 484 | 938 | 486 | 935 | 484 70 175
1000 10:00 AM 60 1247 | 482 | 1187 | 485 | 1190 | 484 70 175
1250 10:15 AM 60 1526 | 482 | 1487 | 485 | 1491 | 484 70 180
1500 10:30 AM 60 1730 | 482 | 1670 | 484 | 1676 | 483 65 190
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